MFG.  SQUARE ‘D' OR EQUAL TYPE NQ [©00) PANEL RATING 225 AMPS MFG  SQUARE ‘D' OR EQUAL TYPE QED @ PANEL RATING 1600 AMPS
VOLTS 120/208V 304w PANEL AT VOLTS 120/208V 304W PANEL "MDP"
BUS KVA
BUSBKVA - LOAD COND. st||§|§ ono | amps | ek BUS ckT. | amps | enD VSVIIEEE COND. LOAD - BUSBKVA - A = c LOAD COND VSVI'EEE GND | AMPS | CKT BUS CKT | AMPS | GND VSVIIEEE COND LOAD A BUSBKVA c
06 RECEPT. - STORAGE 34" | #10 | #0 | 20 1 2 20 | _®#12 | _®12 | 1/2” |REC.- TUTORING 06 124 PANEL "1A" * | k| Kk |20 200 1k | Kk | K |PANEL"ZA" 6.5
0.8 RECEPT. - DRINK. FOUNTAIN 3/4" #10 #10 20 3 4 20 #12 #12 1/2" | REC. - TEL. BACKBOARD 0.4 120 22 ! 2 26 n
12 RECEPT. - 4 YEAR OLD RM 3/4" #10 #10 20 5 6 20 #12 #12 1/2" | REC. - ELEC. RM 0.4 - T R :
12 RECEPT. - SMALL APPLIAN. 3/4" #10 #10 20 7 8 20 #10 #10 3/4" | RECEPT. - DRINK. FOUNTAIN 0.9 8.0 175 PANEL ™18 * * * 200 3 4 200 * * * | PANEL"28 24 79
0.9 RECEPT. - REFRIGERATOR 3/4" #10 #10 20 9 10 20 #10 #10 3/4" | RECEPT. - 4 YEAR OLD RM 1.2 151 73
0., | RECEPT. - BATHROOMS 3/4" #10 #10 20 11 12 20 #10 #10 3/4" | RECEPT. - SMALL APPLIAN. 1.2 292 PANEL "1C" * * * 300 _ _ _ _ BREAKER PROVISION —
1.0 RECEPT. - SMALL APPLIAN. 1/2" #12 #12 20 13 14 20 #10 #10 3/4" | RECEPT. - REFRIGERATOR 0.9 28.7 5 6 _
1.0 RECEPT. - REFRIGERATOR 1/2" #12 #12 20 15 16 20 #12 #12 1/2" | RECEPT. - BATHROOMS 0.4 217.2 _
12 RECEPT. - 4 YEAR OLD RM 1/2" #12 #12 20 17 18 20 #12 #12 1/2" | RECEPT. - DRINK. FOUNTAIN 0.9 20.0 PANEL "1K" * * * 200 200 * * % [ELEVATOR @ 18.0
1.2 RECEPT. - 3 YEAROLD RM 1/2" #12 #12 20 19 20 20 #12 #12 1/2" | RECEPT. - 3 YEAR OLD RM 1.0 20.0 7 8 18.0
1.2 RECEPT. - SMALL APPLIAN. 1/2" #12 #12 20 21 22 20 #12 #12 1/2" | RECEPT. - REFRIGERATOR 0.9 20.0 18.0
0.9 |RECEPT. - REFRIGERATOR 1/2" #12 #12 20 23 24 20 #12 #12 1/2" | RECEPT. - SMALL APPLIAN. 1.2 - BREAKER PROVISION - - - - 10 150 #6 #1/0 | 1-1/2" | OAU-1 @ 13.9
0.4 RECEPT. - BATHROOMS 1/2" #12 | #2 | 20 25 26 20 #12 | #12 | 172" [RECEPT. - MULTIPURPOSE RM 0.6 R 9 139 ———H
1.2 RECEPT. - SMALL APPLIAN. 1/2" #12 #12 20 27 28 20 #12 #12 1/2" | RECEPT. - MULTIPURPOSE RM 1.0 - 13.9
0.9 |RECEPT. - REFRIGERATOR 1727 | #2 | w2 | 20 | 29 30 20 #12 | _#12 | 1/2" | RECEPT. - MULTIPURPOSE RM 10 - BREAKER PROVISION - - - - 1 | PO | #6 | #0127 | 0AU-2 [©)IEE) —
1.2 RECEPT. - 3 YEAR OLD RM 1/2" #12 #12 20 31 32 20 #12 #12 1/2" | MOTORIZED SHADES 12 = 1 139 =5
0.6 RECEPT & LTG - ELEV PIT 1/2" #12 #12 20 33 34 20 #12 #12 1/2" | MOTORIZED SHADES 12 = - :
0.5 [ SUMP PUMP W/OIL SWITCH PNL| 1/2" #12 #12 20 35 36 20 #12 #12 1/2" | MOTORIZED SHADES 12 = SPD @ @ @ @ 13 14 150 #6 /0| 1-1/2" | OAU-3 @ 13.9 B9
0.4 FIRE ALARM CONTROL PANEL 1/2" #12 #12 20 37 38 20 #12 #12 1/2" | MOTORIZED SHADES 12 = n : B9
0.4 REMOTE POWER SUPPLY 1/2" #12 #12 20 39 40 20 #12 #12 1/2" | MOTORIZED SHADES 1.2
- SPACE - - - - 41 42 20 #12 #12 1/2" | MOTORIZED SHADES 12 KVAGA  153L KVAGB 1.1 KVAGC  1iLs REMARKS & KEY NOTES:
- SPACE - - - - 43 44 LQ #10 #8 3/4"| GENERATOR BLOCK HEATER 2.5 @ MAIN LUGS ONLY. ELECTRICAL CONTRACTOR SHALL PROVIDE AN ACCURATE PER FIELD CONDITIONS, TYPED UP PANEL SCHEDULE
- SPACE - - - - 45 46 2 2.5 UPON COMPLETION OF THE PROJECT.
N SPACE N N N N a7 28 20 #10 | _#10 | 3/4°| GENERATOR BATTERY CHARG. 70 AMP @A 1278.L AMP @B 1234 2 AMP @C 12067 () VERIFY ELECTRICAL REQUIREMENTS OF ALL EQUIPMENT PRIOR TO CONSTRUCTION.
- SPACE - - - - 49 50 20 #10 #10 3/L"| GENERATOR REC&LTG 0.4 (3)PROVIDE "HACR" RATED CIRCUIT BREAKER.
» SPACE » » » » 51 = » " " ~TSPACE » (&) PROVIDE CIRCUIT BREAKER WITH 120V SHUNT TRIP COIL
— T <PACE - - - - =3 7 - - - —T<PACE - (5) INSTALL SPD PER MFG RECOMMENDATIONS.
KVAGA 1L KVAGB 100 KVAGC 107 REMARKS & KEY NOTES: % SEE POWER RISER FOR WIRE & CONDUIT SIZES MOUNT SURFACE MIN A.Il.C. 65,000 AMPS
@ MAIN LUGS ONLY. ELECTRICAL CONTRACTOR SHALL PROVIDE AN ACCURATE PER FIELD CONDITIONS, TYPED UP PANEL SCHEDULE
UPON COMPLETION OF THE PROJECT.
AMP GA 1034 AMP @B 1000 AMP @C 1017 (%) VERIFY ELECTRICAL REQUIREMENTS OF ALL EQUIPMENT PRIOR TO CONSTRUCTION; ALL EQUIPMENT'S
ELECTRICAL REQUIREMETNS SHALL BE CONFIRMED WITH MFG SPECS. VERIFY VOLTAGE, AMPERAGE, AND BREAKER SIZES.
MOUNT SURFACE  MIN.A.LC. 65000 AMPS
MFG.  SQUARE 'D" OR EQUAL TYPE NQ [©00) PANEL RATING 275 AMPS MFG.  SQUARE D" OR EQUAL TYPE NG [00) PANEL RATING 400 AMPS
VOLTS 120/208V 394w PANEL "B VOLTS 120/208V 39LW PANEL e
BUS KVA WIRE WIRE BUS KVA BUS KVA WIRE WIRE BUS KVA
B C LOAD COND. SIZE GND | AMPS | CKT. BUS CKT. | AMPS | GND SIZE COND. LOAD y 5 c Y 5 C LOAD COND. SIZE GND | AMPS | CKT. BUS CKT. | AMPS [ GND SIZE COND. LOAD A 5 C
0.8 ——— RECEPT. - INFANT ROOM 3/4" #10 #10 20 1 2 20 #10 #10 3/4" | RECEPT. - BATHROOMS 0.4 — 12 | AHU-1T0 AHU-14 @ 3/4" #10 #10 20 1 2 60 #10 #6 1" CU-1 @ 5.3 ——
0.9 RECEPT. - DRINK. FOUNTAIN 3/4" #10 #10 20 3 4 20 #10 #10 3/4" | RECEPT. - TODDLER RM 1.2 1.2 3 4 5.3
1.0 RECEPT. - EXTERIOR 3/4" #10 #10 20 5 6 20 #10 #10 3/4" | RECEPT. - REFRIGERATOR 0.9 1.2 AHU-15 TO AHU-26 @ 3/4" #10 #10 20 5 6 3 5.3
0.9 RECEPT. - REFRIGERATOR 3/4" #10 #10 20 7 8 20 #10 #10 3/4" | RECEPT. - SMALL APPLIAN. 1.2 12 7 8 60 #10 #6 1" Cu-2 @ 5.3
1.2 RECEPT. - SMALL APPLIAN. 3/4" #10 #10 20 9 10 20 #10 #10 3/4" | RECEPT. - TODDLER RM 1.0 1.2 AHU-27 TO AHU-37 @ 3/4" #10 #10 2 9 10 5.3
0.3 | RECEPT. - BATHROOMS 3/4" #10 #10 20 11 12 20 #10 #10 3/4" | RECEPT. - SMALL APPLIAN. 12 1.2 11 12 3 5.3
12 RECEPT. - SMALL APPLIAN. 3/4" #10 #10 20 13 14 20 #10 #10 3/4" | RECEPT. - REFRIGERATOR 0.9 0.5 ELEVATOR CAB LIGHT 1/2" #12 #12 2 13 14 L5 #10 #8 1" Cu-3 @ 4.3
0.9 RECEPT. - REFRIGERATOR 3/4" #10 #10 20 15 16 20 #10 #10 3/4" | RECEPT. - BATHROOMS 0.4 0.5 15 16 4.3
1.2 RECEPT. - 2 YEAR OLD RM 3/4" #10 #10 20 17 18 20 #10 #10 3/4" | RECEPT. - SMALL APPLIAN. 12 1.0 LIGHTING - CLASSROOM 3/4" #10 #10 20 17 18 3 43
0.9 RECEPT. - REFRIGERATOR 3/4" #10 #10 20 19 20 20 #10 #10 3/4" | RECEPT. - REFRIGERATOR 0.9 1.0 LIGHTING - CLASSROOM 3/4" #10 #10 20 19 20 20 #10 #10 | 3/4" | LIGHTING - CLASSROOM 1.0
12 RECEPT. - SMALL APPLIAN. 3/4" #10 #10 20 21 22 20 #10 #10 3/4" | RECEPT. - REFRIGERATOR 0.9 1.0 LIGHTING - CLASSROOM 3/4" #10 #10 20 21 22 20 #10 #10 | 3/4" | LIGHTING - CLASSROOM 1.0
0.4 | RECEPT. - BATHROOMS 172" #12 #12 20 23 24 20 #10 #10 3/L" | RECEPT. - SMALL APPLIAN. 12 1.0 LIGHTING - CLASSROOM 3/4" #10 #10 20 23 24 20 #10 #10 | 3/4" | LIGHTING - CLASSROOM 1.0
12 RECEPT - CLINIC/STORAGE 1/2" #12 #12 20 25 26 20 #10 #10 3/4" | RECEPT. - 2 YEAR OLD RM 1.2 1.0 LIGHTING - CLASSROOM 3/4" #10 #10 20 25 26 20 #10 #10 | 3/4" | LIGHTING - CLASSROOM 1.0
1.2 RECEPT. - CLINIC 1/2" #12 #12 20 27 28 20 #10 #10 3/4" | RECEPT. - BATHROOMS 0.4 1.0 LIGHTING - CLASSROOM 3/4" #10 #10 20 27 28 20 #10 #10 | 3/4" | LIGHTING - CLASSROOM 1.0
1.2 RECEPT. - SMALL APPLIAN. 3/4" #10 #10 20 29 30 20 #10 #10 3/4" | RECEPT. - REFRIGERATOR 0.9 1.0 LIGHTING - CLASSROOM 3/4" #10 #10 20 29 30 20 #10 #10 | 3/4" | LIGHTING - STORAGE 0.4
0.9 RECEPT. - REFRIGERATOR 3/4" #10 #10 20 31 32 20 #10 #10 3/4" | RECEPT. - SMALL APPLIAN. 1.2 1.0 LIGHTING -STORAGE 3/4" #10 #10 20 31 32 20 #10 #10 | 3/4" | LIGHTING - EXTERIOR 12
25 DRYER 3/4" #10 #10 3 33 34 20 #12 #12 1/2" | RECEPT. -2 YEAR OLD RM 12 0.8 LIGHTING - CORRIDORS 3/4" #10 #10 20 33 34 20 #8 #8 1" SITE LIGHTING 0.5
2.5 2 35 36 20 #12 #12 1/2" | RECEPT. - REFRIGERATOR 0.9 0.8 | LIGHTING - CLASSROOM 3/4" #10 #10 20 35 36 20 #8 #8 1" SITE LIGHTING 0.5
2.5 DRYER 3/4" #10 #10 30 37 38 20 #12 #12 1/2" | RECEPT. - SMALL APPLIAN. 1.2 0.8 LIGHTING - MULTIPURPOSE RM | 3/4" #10 #10 20 37 38 20 #8 #8 1" SITE LIGHTING 0.5
2.5 2 39 40 20 #12 #12 1/2" | RECEPT. -2 YEAR OLD RM 1.0 0.8 LIGHTING - MULTIPURPOSE RM | 3/4" #10 #10 20 39 40 20 #8 #8 1" SITE LIGHTING 0.5
1.2 WASHER 1/2" #12 #12 20 41 42 20 #12 #12 1/2" | RECEPT. - DRINK. FOUNTAIN 0.9 0.8 |[LIGHTING - MULTIPURPOSE RM | 3/4" #10 #10 20 41 42 20 #8 #8 1" SITE LIGHTING 0.5
1.2 WASHER 12" #12 #12 20 43 44 20 #12 #12 1/2" | RECEPT. - BATHROOMS 0.4 1.0 LIGHTING - OFFICES 3/4" #10 #10 20 43 44 20 #8 #8 1" SITE LIGHTING 0.5
- SPACE - - - - 45 46 20 #12 #12 1/2" | RECEPT. - TUTORING 1.0 1.0 LIGHTING - KITCHEN 3/4" #10 #10 20 45 46 20 #8 #8 1" MONUMENT SIGN 12
SPACE - - - - 47 48 20 #12 #12 1/2" | RECEPT. - LOBBY 1.0 0.8 | LIGHTING - CLASSROOM 3/4" #10 #10 20 47 48 30 #8 #8 1" TRASH COMPACTOR 2.1
- SPACE - - - - 49 50 20 #12 #12 1/2" | RECEPT. - RECEPTION 1.0 1.0 VAV BOXES 3/4" #10 #10 20 49 50 2.1
- SPACE - - - - 51 52 - - - - SPACE - - SPACE - - - - 51 52 3 2.1
- SPACE - - - - 53 54 - - - - SPACE - - SPACE - - - - 53 54 - - - - SPACE -
KVAGA 299 KVA@B 287 KVA@C 272 REMARKS & KEY NOTES:
i @ MAIN LUGS ONLY. ELECTRICAL CONTRACTOR SHALL PROVIDE AN ACCURATE PER FIELD CONDITIONS, TYPED UP PANEL SCHEDULE
KVAGA 180 KVAGB 115 KVAGC 151 éEMARKS & KEY NOTES: UPON COMPLETION OF THE PROJECT
UPOT\IAE%;ILDJEI‘EST%\II\II-E.F ET;EEC:,EEJAELU@NTRAUOR SHALL PROVIDE AN ACCURATE PER FIELD CONDITIONS, TYPED UP PANEL SCHEDULE AMP OA 2492 AMP @B 2392 AMP@C 2267 (2) VERIFY ELECTRICAL REQUIREMENTS OF ALL EQUIPMENT PRIOR TO CONSTRUCTION; ALL EQUIPMENT'S
AMP @A 1500 AMP @B 1458 AMP @C 1258 @ VERIFY ELECTRICAL REQUIREMENTS OF ALL EQUIPMENT PRIOR TO CONSTRUCTION; ALL EQUIPMENT'S ELECTRICAL REQUIREMETNS SHALL BE CONFIRMED WITH MFG SPECS. VERIFY VOLTAGE, AMPERAGE, AND BREAKER SIZES.
ELECTRICAL REQUIREMETNS SHALL BE CONFIRMED WITH MFG SPECS. VERIFY VOLTAGE, AMPERAGE, AND BREAKER SIZES. (3)PROVIDE "HACR" RATED CIRCUIT BREAKER.
MOUNT SURFACE MIN. A.I.C. 65,000 AMPS
MOUNT SURFACE MIN. A.l.C. 65,000 AMPS
MFG.  SQUARE D" OR EQUAL TYPE NQ 00 PANEL RATING 225 AMPS
VOLTS 120/208V 304w PANEL UK
BUS KVA WIRE WIRE BUS KVA
y B C LOAD COND. SIZE GND | AMPS | CKT. BUS CKT. | AMPS | GND SIZE COND. LOAD A 5 C
EQUIPMENT SCHEDULE 18 WARMING CABINET 172 #2 | #12 | 20 1 2 20 #12 | #12 | 1/2" |HOOD SUPPLY FAN 0.6
sls 1o |l |5 |e 0.8 REFRIGERATOR 1/2" #12 #12 20 3 4 0.6
.SE _ E EEE Eg %E %E DLE gg 16 MICROWAVE 1/2" #12 #12 20 5 6 3 0.6
. o |o § Ol 2|8 g:ma o m:E o E:f o f:*g ) . 1.2 FREEZER 1/2" #12 #12 20 7 8 20 - - - SHUNT TRIP -
Ngm Qty |Equipment Category Manufacturer Model Number E Sla 5 5 % <E( i % u%? ég 8[% 8? 8[% 8? :%L% :%5(L 5[% El% Rg%ﬂ‘%rrﬂkesm 1.2 ICE MAKER 2" #12 #12 20 9 10 20 #12 #12 172" HOOD EXHAUST FAN 0.8
001 | 1 |Cabinet, Mobile, Warming & Holding Alto—Shaam 1200-UP 120 |6o| 1 X b-20A16.0[ 1.9 70 12 HOT WELLS 1/2" #12 #12 2 11 12 0.8
002 | 1 [Prep Table CBI— CUSTOM CUSTOM 1/2] 14 [1/2] 14 1 1/2 12 2 13 14 3 0.8
003 1 |Refrigerator, Sondwich/So\od Prep Continental Refrigerator |SW32-BS 115 |60] 1 X Bb-15H 6.3 W/5 18 08 EOLD WELL 1/2” #12 #12 20 15 16 20 #12 #12 1/2" HOOD EXHAUST FAN 09
004 | 1 [oven. Microwave ACP, Inc. RCS10TS 120 |60 1 xB-15d 13 [1.6 60 08 | REFRIGERATOR 72 12 12 20 17 18 0.9
005 1 |Shelf, Microwave John Boos & Co. EBMS6—-2024 m
Q06 1 |Freezer, Reach—In Continental Refrigerator |DLZF 115 |60] 1 X Pp—20H 9.8 1/2| 81 1.0 OVEN-STEAMER /2 #12 #12 20 19 20 3 0.9
007 | 1 |ice Maker w/ Bin Scotsman CU15265A—1 115 |60] 1 X b-15d 15 18 3/8] 14 3/4|WATER SUPPLIED BY FILTER 007.1 - SHUNT TRIP - - - - 21 22 20 #12 #12 172" | DISHWASHER HOOD 0.9
007.1] 1 |water Filter Everpure £V932421 3/8] 14 2.1 FRYER 374" #10 #10 3 23 24 1 #12 #12 172" | WALK-IN COOLER 0.9 PANEL
008 | 1 [counter CBI— CUSTOM CUSTOM 21 2 25 26 2 0.9 LOCATIONS
009 | 1 |Drop—In, Hot Wells, Insulated Hatco HWBI—2MA 208 |60 1] x 11.6] 2.4 18 3/8] 14 1 _ SHUNT TRIP _ _ _ _ 27 28 20 #12 #12 1/2" | WALK=IN COOLER EVAP 1.0
010 1 |Drop—In, Cold Well Hatco CWB-2 120 |60[ 1 X pb-15A 6.7 0.8 |1/4| 18 1 01 RANGE (GAS) SPARK 172" #12 #12 20 29 30 20 _ _ _ SPARE 15 1A MDP
NN AT e o : SHNT TP D B 70 T N N 2 E
013 | 1 Cmrt: Hot/Co\d: Convertible Cambro 1826DTC615 i TILT SKILLET vz #12 #12 20 33 34 20 - - - SPARE 15 18 e
100 1 |Refrigerator, Reach—In, Shallow Depth Continental Refrigerator |DLTRSE 115 |60] 1 X Pp—-15 5.5 0.25] 80 - SHUNT TRIP - - - - 35 36 20 - - - SPARE 15
101 | 1 [oven—Steamer, Combination, Boilerless, Gas|Alto—Shaam CTP7-206 120 |60] 1] x 5.8]0.8 36 | 98 [3/4| 24 [3/4] 14 1 1/2](1) TREATED + (1) UNTREATED INCOMING WATER— SEE SPEC SHEET 5.7 WAREWASHER 1" #6 #10 60 37 38 20 - - - SPARE 15 K
101.1| 1 [Water Filter Everpure EV979750 3/8| 14 5.7 39 40 20 - - - SPARE 15
102 1 |Table, Filler John Boos & Co. EFT8-3018 57 3 41 42 _ _ _ _ SPACE -
102.1| 1 |Fryer, Counter Top, Electric Star Manufacturing 515F 208 (60] 1 X p—30R20.8] 4.3 42
103 | 1 |Range, Heavy Duty, Gas Vulcan V4B36S 182 |1 1/4 24 KVAGA 200 KVA@B 200 KVA@C 200 REMARKS & KEY NOTES:
104 | 1 [Tilt Skillet vulean VG630 120 |60] 1 X p157 9.0 18 ] 90 |3/4) 24 |1/2] 14 @ MAIN LUGS ONLY. ELECTRICAL CONTRACTOR SHALL PROVIDE AN ACCURATE PER FIELD CONDITIONS, TYPED UP PANEL SCHEDULE
1,‘0551 :“ thor Ttro:ghd JCOB:‘H (Bjoof — ?5(57WZ36 W SEE ENGINEER DRAWINGS ///////////7// DRAIN SPECIFIED BY MECHCANICAL ENG\NEER4M UPON COMPLETION OF THE PROJECT.
T T o ks //j AMP BA 1667 AMP @B 1667 AMP @C 1667 (2) VERIFY ELECTRICAL REQUIREMENTS OF ALL EQUIPMENT PRIOR TO CONSTRUCTION; ALL EQUIPMENT'S
301 | 1 [Shelving, Wire 1SS Shelving 2440 ) ELECTRICAL REQUIREMETNS SHALL BE CONFIRMED WITH MFG SPECS. VERIFY VOLTAGE, AMPERAGE, AND BREAKER SIZES.
302 1 |Shelving, Wire ISS Shelving 2442F
303 1 |Shelving, Wire ISS Shelving 2460E
304 1 |Shelving, Wire ISS Shelving 2442F
305 1 |Shelving, Wire ISS Shelving 2442F
400 1 |Shelving, Wire ISS Shelving 1836E
401 1 |Shelving, Wire ISS Shelving 2472E
402 1 |Shelving, Wire ISS Shelving 2448E
500 1 |Shelving, Wire ISS Shelving 2424E
SR TR b i e PERMIT / BID SET: 09/07/16
502 | 1 |Dishtable, Straight John Boos & Co. DT3B18244—2D18L 1/2 14 [1/2] 14 2 MOUNT SURFACE MIN. AI.C. 65000 AMPS
503 | 1 [warewasher, Door Type, High Temp CMA Dishmachines CMA—180SB 208 |60 3 [ x 49 1 |66 3/4| 66 2 - -
504 | 1 |Dishtable, Straight John Boos & Co. JDTS—20—60R 1/2 14 [1/2] 14 2
505 1 |Shelf, Tubular Sorting John Boos & Co. BHS1822-TS
506 1 |Condensation Hood CBI—Custom Custom SEE ENGINEER DRAWINGS
600 | 1 |Sink, Hand, Wall Mount John Boos & Co. PBHS—W—0909—SSLR 1721 [1/2] 14 |1 7/8
601 | 1 |Sink, Hand, Wall Mount John Boos & Co. PBHS—W—0909—SSLR 17214 [1/2] 14 |1 7/8
CO—1| 1 |CONVENIENCE OUTLET (SUGGESTED LOCATION) By Others By Others VERIFY W/ G.C. THE ELEC, SERVICE AT THIS LOCATION/] 48" COORDINATE W/ G.C. AND M.E.P. ENGINEER
CO—-2 1 |CONVENIENCE OUTLET (SUGGESTED LOCATION) By Others By Others VERIFY W/ G.C. THE ELEC. SERVICE AT THIS LOCATION/] 48" COORDINATE W/ G.C. AND M.E.P. ENGINEER n
CO-3 1 |CONVENIENCE OUTLET (SUGGESTED LOCATION) By Others By Others VERIFY W/ G.C. THE ELEC. SERVICE AT THIS LOCATION/] 48" COORDINATE W/ G.C. AND M.E.P. ENGINEER
CO—4 1 |CONVENIENCE OUTLET (SUGGESTED LOCATION) By Others By Others VERIFY W/ G.C. THE ELEC. SERVICE AT THIS LOCATION/] 48" COORDINATE W/ G.C. AND M.E.P. ENGINEER ﬁ . ﬂ
CO-5 1 |CONVENIENCE OUTLET (SUGGESTED LOCATION) By Others By Others VERIFY W/ G.C. THE ELEC. SERVICE AT THIS LOCATION/] 48" COORDINATE W/ G.C. AND M.E.P. ENGINEER
CO—6 1 |CONVENIENCE OUTLET (SUGGESTED LOCATION) By Others By Others VERIFY W/ G.C. THE ELEC. SERVICE AT THIS LOCATION/] 48" COORDINATE W/ G.C. AND M.E.P. ENGINEER I

CONSULTING

PRIOR TO SUBMITTING THE BID, THE CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS AND
INFORM THE ARCHITECT AND THE ENGINEER OF ANY DISCREPANCY BETWEEN THESE DOCUMENTS AND
THE EXISTING CONDITIONS AND SHALL INCLUDE IN THE BID TO CORRECT THE SAME AS DIRECTED.

THE ENGINEER AND THE ARCHITECT, ARE NOT RESPONSIBLE FOR ANY ADDITIONAL COSTS RESULTING
FROM VERIFIABLE EXISTING CONDITIONS DISCOVERED AFTER CONTRACT HAS BEEN AWARDED.
NO CHANGES SHALL BE MADE TO THESE PLANS WITHOUT PRIOR APPROVAL FROM THE ENGINEER OF
RECORD. ALL CHANGES SHALL BE SUBMITTED FOR REVIEW PRIOR TO INSTALLATION.
NOT FOR BID UNTIL PERMIT HAS BEEN ISSUED.

700 WEST HILLSBORO BLVD. - BLDG. #'I, SUITE 204
DEERFIELD BEACH, FLORIDA 33441

TEL: (561) 391-9292
CERTIFICATE OF AUTHORIZATION NO. 28107
URSULA IAFRATE, P.E.
STEPHEN F. ROLLIN, P.E.
DONALD H. AUSTIN, JR., PE LICENSE #6065 1
JASON BARBER, P.E. LICENSE #73050
E-MAIL: INFO@FAECONSULTING.COM
DESIGNED BY: BJ/SK/JS

FAX: (561) 391-9898

LICENSE #73122
LICENSE #36428

PM: BdJ P/N 15434

PANEL SCHEDULES
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THESE DRAWINGS ARE FOR THE EXCLUSIVE
USE OF GLIDDEN SPINA + PARTNERS, INC.
AND MAY NOT BE DUPLICATED,
REPRODUCED OR USED IN ANY MANNER
WITHOUT THE EXPRESS WRITTEN CONSENT
OF GLIDDEN SPINA + PARTNERS, INC. ALL
RIGHTS RESERVED.

Revisions:
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