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Qty | Label | Arrangement | Description s m 12
21 | A-EM | SINGLE COLUMBIA LLHV4-35M-NST-EDU-EL1400 @ 3|2
2 | B SINGLE COLUMBIA W-2-1-T8-E-U HHBE
2 | C SINGLE HUBBELL VN SERIES mc 2 1k
1 D SINGLE WHITEWAY FLED-R-24-7-UNV-CVQ-5-WH Sl lalol<
1 F SINGLE COLUMBIA W4-232-EU-EL

2 [ X - ASS CE SERI

LIGHTING CONTROL SYMBOL LEGEND

S m.o.s.MULTIL TECHNOLOGY OCCUPANCY SENSOR SWITCH
“7"HUBBELL LHMT-S-1-W

H OVERRIDE SWITCH

] LCP - LIGHTING CONTROL PANEL FROM HUBBELL
8 RELAY - #(X0825082NM

LIGHTING POWER ALLOWANCE

PER FLORIDA BUILDING CODE 2010 TABLE 505.5.3
SPACE-BY-SPACE METHOD.

TOTAL WATTS USED

C:\Users\Administrator\Downloads\Ground at 0 sts existin

FIXTURE TYPE QUANTITY WATTS PER FIXTURE | TOTAL WATTS PER TYPE W
A-EM 21 140 2940
B 2 34 68 ') _w <
F 1 A A Ll Z 28
| TOTAL TENANT WATTS USED 3072 N _W o
<9
TOTAL WATTS ALLOWED O wn
SPACE TOTAL SPACE SQ. FT. | WATTS/SQ. FT. ALLOWED | TOTAL WATTS FOR SPACE N % =
WAREHOUSE 7356 14 10298.4 O x m Z
RESTRM 39 0.9 351 Y > < <
MOP CLOSET 35 0.9 315 0 m < H
FIRE SPRINKLER 37 15 55.5 o ©
N e
TOTAL TENANT WATTS ALLOWED 10420.5 N @m @)
Z —
— L
KEY NOTES O ) 3
(1) THE LIGHTING NEEDS TO HAVE = ~
AUTOMATIC LIGHTING SHUT - N i
LIGHTING SHUT-QOFF PER FBC SEC. =
505.2.2, & SEC. 505.2.4. PROVIDE =
A LIGHTING CONTROL PANEL. o o
O prd
(2) ALL LIGHT SWITCHES IN ENCLOSED 4 =
ROOMS ARE TO BE WALL MOUNTED o <
OCCUPANCY SWITCHES TO COMPLY W/ a a

FLORIDA BUILDING CODE SECTION
505.2.1.

REVISION: 06/29/15

PERMIT SET: 04/20/15

NOTE:

ANY DESIGN CHANGES, TO THE SYSTEM COVERED BY
THESE PLANS WITHOUT PRIOR APPROVAL OF THE
ENGINEER WHO PREPARED THESE PLANS, WILL

NULL AND VOID THESE PLANS AND THE REVISED
INSTALLATION. IN ADDITION, ALL EXPENSES
ASSOCIATED WITH RETURNING THE SYSTEM TO ITS
ORIGINAL DESIGN WILL BE THE RESPONSIBILITY OF
THE COMPANY WHICH APPROVED THESE CHANGES.

\ Il FORMICA &
ASSOCIATES inc.

____ Consulting Engineers

FINAL BID TO INCLUDE PERMIT COMMENTS.
3500 N.W. Boca Raton Blvd.
mc_ﬁm#ﬂj

Boca Raton, FL. 33431
TEL: (561) 368-3611 FAX: (561) 368-4733
Certificate #00008818

Robert F. Formica, P.E. License #19733
E-mail: bobf@formicaengineering.com
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CORAL SPRINGS, FLORIDA 33071
954-752-6451 VOICE & FAX

1620 N.W. 111th AVENUE
dscarfoarcht@aol.com
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PROJECT NUMBER
215024

DATE:  04/20/15

SCALE: s NOTED

CHECKED: REFE

APPROVED: Rep

TO THE BEST OF MY KNOWLEDGE, THE PLANS AND
SPECIFICATIONS COMPLY WITH THE APPLICABLE
MINIMUM BUILDING CODES AND THE APPLICABLE
FIRE-SAFETY STANDARDS AS DETERMINED BY THE
LOCAL AUTHORITY IN ACCORDANCE WITH THIS
SECITON AND 633 FLORIDA STATUES.

Architectural Seal

CONTRACTOR SHALL VERIFY ALL
DIMENSIONS AND SHALL NOTIFY THE
ARCHITECT IN WRITING OF ANY AND ALL
DISCREPENCIES PRIOR TO COMMENCEMENT

OF THE WORK
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