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HB. W/ .
cov'e PLUMBING:
oo VACBKR T_ z
o | ALL WORK SHALL BE DONE IN ACCORDANCE WITH THE FLORIDA BUILDING CODE 2010 EDITION, 5 w _
i i AND SHALL COMPLY WITH ALL LOCAL RULES AND ORDINANCES. ala|o|o
i LA A o o m ol|lo
@ | >
A Syl _ 1. ALL WORKMANSHIP & MATERIALS SHALL BE IN STRICT ACCORDANCE WITH APPLICABLE NATIONAL, » w_ Slo|l
o J STATE, LOCAL CODES, RULES & ORDINANCES. Sl Z| 2| <
" — o T
3 2 1/2°C W, 2. CONTRACTOR SHALL VISIT THE JOB SITE & THOROUGHLY FAMILIARIZE HIMSELF WITH ALL o m 5|2 -
" B . w w
. | 3/4"CoND EXISTING CONDITIONS g gy
B - o o o 3. ALL MATERIALS SHALL BE NEW. S
oW, L. ALL WORK SHALL BE PERFORMED BY A LICENSED PLUMBING CONTRACTOR IN A FIRST-CLASS = S
T WORKMANLIKE MANNER. THE COMPLETE SYSTEM SHALL BE FULLY OPERATIVE
5. ALL EXCAVATION & BACK FILL AS REQUIRED FOR THIS PHASE OF CONSTRUCTION SHALL BE A
AHU-1 PART OF THIS CONTRACT.
6. REQUIRED INSURANCE SHALL BE PROVIDED BY THIS CONTRACTOR FOR PROTECTION AGAINST LI
» PUBLIC LIABILITY & PROPERTY DAMAGE FOR THE DURATION OF WORK. )
7. CONTRACTOR SHALL PAY FOR ALL PERMITS, FEES, INSPECTIONS & TEST. SUBSTITUTIONS D)
BY THE CONTRACTOR SHALL HAVE PRIOR APPROVAL. ANY CHANGES MADE WITHOUT A”u
APPROVAL WILL BE PAID BY THE CONTRACTOR TO RETURN TO THE ORIGINAL DESIGN.
8. DRAWINGS ARE DIAGRAMMATIC. DO NOT SCALE FOR THE EXACT LOCATION OF FIXTURES, 1
PIPING, EQUIPMENT, ETC. L
HE. W/ 9. ALL WORK SHALL BE COORDINATED WITH OTHER TRADES TO AVOID INTERFERENCE WITH THE oY
7 SOV & PROCESS OF CONSTRUCTION.
VAQBKR 10. VERIFY LOCATION, SIZE, TRAPS, INVERTS OF ALL EXISTING UTILITIES PRIOR TO BEGINNING <
AN T N T — <77y T P CONSTRUCTION. ADVISE ENGINEER OF ANY DISCREPANCIES. ANY COST mww
- ) RESULTING FROM DISCREPANCIES NOT REPORTED AT THIS TIME SHALL
+36" AFF TYP BE PAID BY THE CONTRACTOR. L
OF ALL HB. 0 S <
1. WATER PIPING TO BE TYPE "M” OR TYPE “L" COPPER ABOVE OR BELOW GRADE. > A
— 12. SOIL, WASTE & VENT PIPING TO BE PVC. #40 DVW. LLI W
) Z O
h
e 13. ALL FIXTURES MUST BE PROVIDED WITH READILY ACCESSIBLE STOPS O $ ™
1. N/A ;
/M Crcw. QL Z
NOTE. | 15. WHERE DISSIMILAR METALS ARE TO BE JOINED, APPROVED INSULATING UNIONS SHALL O @ O -
SCOPE OF WORK: CHECK INVERT OF EXISTING BE USED. Of> <
. CLEAN OUT PRIOR TO INSTALLING 16. INSULATE HOT WATER AND HOT WATER RETURN LINES WITH 1" THICK SNAP ON INSULATION FROM oY z o’ 1
ANY PIPE. MIN SLOPE IS 1/4" PER FOOT WATER HEATER. 0 m < O
17. CONDENSATE LINES TO BE COPPER/PVC DEPENDING ON PROJECT REQUIREMENTS. o © o
- ADDED ONE BATHROOM CONSISTING INSULATE WITH 1/2" THICK ARMAFLEX INSULATION. ) Q % O
18. CONTRACTOR SHALL GUARANTEE ALL MATERIALS & WORKMANSHIP FREE FROM DEFECTS ' ©
OF WATER CLOSET AND LAV ALL MEETING FOR A PERIOD OF NOT LESS THAN ONE (1) YEAR FROM DATE OF ACCEPTANCE. CORRECTION =z @)
OF ANY DEFECTS SHALL BE COMPLETED WITHOUT ADDITIONAL CHARGE AND SHALL INCLUDE _.L_|
HP _NmOC__wm_S ENTS. REPLACEMENT OR REPAIR OF ANY OTHER PHASE OF THE INSTALLATION WHICH MAY HAVE
- SUPPLY WATER PIPING AND SEWER CELRLOAMAGED THERLEY. 2 Iz
19. NO PVC PIPING TO BE USED IN COMMON PLENUM AREAS. — ~
/ .
AS SHOWN. _ 20. SEE PLUMBING PLANS FOR ADDITIONAL REQUIREMENTS. ) m
- [
FIRE SPRINKLER TO BE DESIGNED WITH : o
SHOP DRAWINGS BY SUPPLIER. A\ 2 =
hd
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PROVIDED HOSE BIBS AS INDICATED SPECIFICATIONS £
ON INTERIOR WALLS. |
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SOV. &
AHU-2 VAC BKR
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L PLUMBING LEGEND _
AN _) — COLD WATER LINE @
w, ) - — HOT WATER LINE L]
FIRE | 3/4"COND. 1] SANITARY LINE —
CONTROL _ _ -— - —  VENTLINE T
ROOM L | HE. s m HOSE BIBB WITHS.0.v. X2  FLOOR DRAN
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PROJECT o STSINK
SANITARY SIZING AHU-3 S- T Q=
FIXTURE TYPE NO. F.U./EACH TOTAL MIN. TRAP SIZE 1 Z W n © L
WATER CLOSET 1 4.0 4.0 3" (<=7l ( - . g N @
371" COND. M = 5 O
LAVATORY 1 1.0 1.0 11/4" < €
MOP SINK 1 2.0 2.0 11/2" O m/U_ o < w
PLUMBING PLAN Q€38 3
- - . ~
roTAL ? 120 REVISION:  06/29/15
TOTAL SANITARY FIXTURE UNITS=.......19: . w_ 41" -
MINIMUM SIZE SANITARY LINE @ 1/8” SLOPE........3 Scale: 3/16" = 1-0 _ 2 PERMIT SET: 04/20/15
HOT & COLD WATER SIZING . NOTE.
FIXTURE TYPE NO.  CWFU/EA. TOTAL  HW.F.U/EA. TOTAL ANY DESIGN CHANGES, TO THE SYSTEM COVERED BY ©
THESE PLANS WITHOUT PRIOR APPROVAL OF THE ..,.m <t
WATER CLOSET 1 5.0 5.0 - - ENGINEER WHO PREPARED THESE PLANS, WILL = SN
LAVATORY 1 15 15 15 15 £Co \\\ NULL AND VOID THESE PLANS AND THE REVISED o o
MOP SINK 1 225 2.25 2.25 2.25 CONNECT TO o o / INSTALLATION. IN ADDITION, ALL EXPENSES @ —
HOSE BIBB L 30 2.0 - - EXISTING SAN HB Iy ASSOCIATED WITH RETURNING THE SYSTEM TO ITS 3 x
. . St ORIGINAL DESIGN WILL BE THE RESPONSIBILITY OF o
vad KR THE COMPANY WHICH APPROVED THESE CHANGES. £ <
TOTAL 5 - 20.75 - 3.75 FINAL BID TO INCLUDE PERMIT COMMENTS.
I i —_ —_— ﬂ( m JR— U
TOTAL CW.FU. = (20.75....+...3.75) = 245 V20w, H
MINIMUM SIZE WATER SERVICE....1"....... = FORMICA &
MINIMUM SIZE WATER METER....1". ... _ ::uuu\w_=\/mmmumuxhﬂmm_ PROJECT NUMBER
W=7/ ne. 215024
____ Consulting Engineers DATE:
WATER FLOW RATE 1w 04/20/15
FIXTURE TYPE NO. GPM / GPF TOTAL 3500 N.W. Boca Raton Blvd. SCALE:
WATER CLOSET 1 128 128 g Site #_wméwﬁﬁ AS NOTED
. . OCa Raton, . .
LAVATORY 1 05 05 | - - . - TEL: (561) 368-3611 FAX: (561) 368-4733 CHECKED:  prp
Certificate #00008818 3
URINAL A 0.5 0.5 Robert F. Formica, P.E. License #19733 APPROVED: ppf
E-mail: bobf@formicaengineering.com DRAWN:
TO THE BEST OF MY KNOWLEDGE, THE PLANS AND
1"C.W.UP SPECIFICATIONS COMPLY WITH THE APPLICABLE
/ MINIMUM BUILDING CODES AND THE APPLICABLE
CONNECT TO N BOX N FIRE-SAFETY STANDARDS AS DETERMINED BY THE DRAWING NUMBER
EXISTING WATER LOCAL AUTHORITY IN ACCORDANCE WITH THIS
CONNECTION B SECITON AND 633 FLORIDA STATUES.
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CONTRACTOR SHALL VERIFY ALL
DIMENSIONS AND SHALL NOTIFY THE
ARCHITECT IN WRITING OF ANY AND ALL
DISCREPENCIES PRIOR TO COMMENCEMENT
OF THE WORK

sheer 1 oF 2




