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REVISION
FLECTRICAL NOTES:
1. ALL WORK TO BE DONE ACCORDING TO 2014 F.B.C., 2013 NFPA-72, 2015 NFPA—101, 2015 NFPA-1, 2014
FFPC AND 2011 N.E.C..
2. CONTRACTOR TO VISIT SITE AND VERIFY EXISTING CONDITIONS PRIOR TO SUBMITTING PANEL HB 200A MCB SP4W 277/480\/ PANEL HA 200A MCB S04W 2 77/480\/
" BIDS. NOTIFY ENGINEER OF ANY DISCREPANCIES AT ONCE. FAILURE TO DO SO AND Wire | @ |No.|Poles| Trip Description Load ||No.|Poles| Trip Description Load | @ | Wire Wire | @ |No.|Poles| Trip Description Load ||No.[Poles| Trip Description Load | @ | Wire
CONTRACTOR PROCEEDS AT HIS OWN RISK. E Alorl 3 | 30 RTU 5 14900 [[02] 1 | 20 WAREHOUSE LTG 1200 | A E E Alorl 3 | 35 RTU 9 17400 [[o2] 1 | 20 WAREHOUSE LTG 800 | A E
3. MAINTAIN AS-BUILTS ON A DAILY BASIS. SUBMIT 3 COPIES TO ARCHITECT AND E Blo3] - | - - - Jloal 1 | 20 WAREHOUSE LTG 2000 | B E E B o3| - | - - - lloa] 1 | 20 WAREHOUSE LTG 900 |B E
OWNER 3 DAYS PRIOR TO ANY REQUIRED INSPECTIONS. E clos| - | - - - 06| 1 | 20 WAREHOUSE LTG 1800 | C E E clos| - | - - - o6 1 | 20 WAREHOUSE LTG 1700 | C E
4. ALL CONDUIT TO BE METAL EMT INSIDE AND RIGID ON THE EXTERIOR. P.V.C. WILL BE E A 07| 3 25 RTU 1 12500 [|08] 1 20 WAREHOUSE LTG 800 | A E E A [07] 3 30 RTU 8 14900 [|08] 1 20 WAREHOUSE LTG 1900 [ A E
ACCEPTED PROVIDED THAT THE CORRECT GROUND AS PER N.E.C. TABLE 250-66,122 IS INCLUDED WHEN E B oo - | - - - 0] 1 | 20 LIGHTING 4150 |B| 12 E Bloo| - | - - - 10 1 | 20 LIGHTING 3650 | B | 12
ALLOWED BY CODE. NO PVC WILL BE ALLOWED IN R.A. PLENUMS E cln| - - - - 12] 1 | 20 LIGHTING 3650 | C| 12 E cln| - | - - - 12 1 | 20 LIGHTING 2750 | C | 12
OR FIRE RATED ASSEMBLIES. ALL MATERIALS IN R.A. PLENUMS TO BE PLENUM RATED. E A13] 3 | 25 RTU 3 12500 |[14] 1 | 20 LIGHTING 4050 | A | 12 E Al13] 3 | 30 RTU 7 14900 [[14] 1 | 20 LIGHTING 2900 [A| 12
5. CONDUCTOR TO BE COPPER THWN OR THHN. MORE THAN THREE CURRENT CARRYING E B[15] - - - - 6] 1 [ 20 LIGHTING 3Ms | B 12 E B[15] - - - - 6] 1 [ 20 LIGHTING 2400 [B| 12
CONDUCTORS IN A CONDUIT TO BE INSTALLED PER NEC 310.15(B)(2) E cl7] - | - - - 18] 1 | 20 LIGHTING 3150 | Cc | 12 E cl17| - | - - - 18] 1 | 20 LIGHTING 2600 | C| 12
ALL EXTERIOR EQUIPMENT TO NEMA 3R RATED E Aol 3 [ 25 RTU 4 12500 |[20] 1 | 20 LIGHTING 1800 | A | 12 E Al19] 3 | 20 RTU 6 9900 |[20] 1 [ 20 LIGHTING 3500 | A| 12
ALL FUSES TO BE BUSSMAN CURRENT LIMITING AT SERVI(£E ENTRANCE. ALL OTHERS 2 Bl2tl - | - — - (221 1 120 SPARE — Bl - 2 B2l - | - — - (221 1 120 LICHTING 5200 18 12
: E cl23| - | - - - |l24] 1 | 20 SPARE - C - E cl23| - | - - - |l24] 1 | 20 LIGHTING 3150 | C | 12
FUSES ACCORDING TO MANU. SPECIF.
E Al2s] 3 | 25 RTU 2 12500 |[26] 1 | 20 SPARE - A - E Al2s] 3 | 70 45KVA TX 33660 || 26 A
8. PROVIDE 6 SETS OF SHOP DRAWINGS FOR APPROVAL. NO EQUIPMENT TO BE E B 27| - _ _ _ 28 1 20 SPARE _ B _ E B |27 = _ _ _ 28 B
ORDERED BEFORE SHOP DRAWINGS ARE APPROVED. £ cTol = 1= — — 30 c £ c Tl =T = — — 30 c
©TRIESCHMANN DUMALA
9. VERIFY ALL NAMEPLATE DATA OF EQUIPMENT FOR PROPER PROTECTION AND LOADS A | 31 32 A 1 ARCHITECTURAL GROUP, 2015.
PRIOR 10 INSTALL OR WRING 553 54 5 PANEL LOAD A
10. MAINTAIN A MINIMUM OF 36" IN FRONT OF ALL ELECTRICAL EQUIPMENT. PRIOR c[35 36 c
TO INSTALLING ANY EQUIPMENT COORDINATE WITH OTHER TRADES TO INSURE E A37] 3 [ 70 45KVA TX 29100 |[ 38 A
THAT CLEARANCES ARE MAINTAINED. E B39l = | = _ — 20 B
11. CONTRACTOR TO REMOVE ALL TRASH/UNUSED MATERIALS AT THE END OF DAY. E cla] - | - - - |42 C
12. ALL CONDUITS, FIXTURES, DEVICES TO HAVE GROUND EXTEND AS PER TABLE PANEL LOAD 119715W
250-122 N.E.C. 144A
13. POWER TO BE ON CONTINUOUSLY 5 WEEK PRIOR TO COMPLETING PROJECT.
14. ALL LOW VOLTAGE CABLING AND SYSTEM ARE THE RESPONSIBILITY OF THE VENDOR / /
AL LOW VOLTAGE CABLING AND SYSTEW ARE THE RESi PANEL LB 125A MCB 304W  120/208V PANEL LA 125A MCB 304W_ 120/208V x
15. CONTRACTOR TO LAMP/RELAMP ALL FIXTURES Wire | @ |No.|Poles| Trip Description Load (|No.[Poles| Trip Description Load | @ | Wire Wire | @ |No.|Poles| Trip Description Load [|No.[Poles| Trip Description Load | @ | Wire
' ‘ E Alor] 1|20 BREAK ROOM REC 360 [l02] 1 | 20 FURNITURE SYSTEM 900 |[A| 12 | E Alor] 1 | 20 BREAK ROOM 360 [lo2] 1 | 20 FURNITURE SYSTEM 900 [A| 12 H @
16. ESSJFRAE%T% E%MVFELRE”?E( S}L?JSTETéTTlEIER%FR ETX(I)SESSMT\TNTPNQEE\;YDDEVICES AND FIXTURES E B 03] 1 | 20 BREAK ROOM REC 360 ||04]| 1 | 20 FURNITURE SYSTEM 900 |B| 12 |}TE E B 03] 1 | 20 BREAK ROOM 360 ||04] 1 | 20 FURNITURE SYSTEM 900 |B| 12 |}TE %
' 12 | clos| 1 | 20 REF 600 ||06| 1 | 20 FURNITURE SYSTEM 900 |c | 12 K E clos| 1 | 20 BREAK ROOM 360 |loe| 1 | 20 FURNITURE SYSTEM 900 |c| 12 H
17. CONTRACTOR TO VERIFY EXISTING CIRCUITS AND MUST PROVIDE NEW PANEL E Alo7| 1 20 BREAK ROOM 360 |log| 1 20 FURNITURE SYSTEM 900 | A 12 | E Alo7] 1 20 BREAK ROOM 600 |[lo8| 1 20 FURNITURE SYSTEM 900 | A 12
SCHEDULES IDENTIFYING ALL CIRCUITS IN PANEL. 12 | B 09| 1 | 20 NEW REC 540 |[10| 1 | 20 FURNITURE SYSTEM 900 | B| 12 |}FTE E |BJ0o9| 1 | 20 BREAK ROOM 600 |[10| 1 | 20 FURNITURE SYSTEM 900 | B| 12 |}TE 8 3
18. NEUTRALS NOT TO BE SHARED. PROVIDE #8 NEUTRAL TO ALL FURNITURE SYSTEMS, 12 | c 11| 1 | 20 PHARMACY STO REC 180 |[12] 1 | 20 FURNITURE SYSTEM 900 |c | 12 H E clnl 1 | 20 BREAK ROOM 600 12| 1 | 20 FURNITURE SYSTEM 900 |c| 12 H ot
IF APPLICABLE. 12 [ A[13] 1 | 20 NEW REC 360 |14 1 | 20 FURNITURE SYSTEM 900 [A| 12 h H 12 [A[13] 1 | 20 FURNITURE SYSTEM 900 (14| 1 | 20 FURNITURE SYSTEM 900 [A| 12 H w 7))
19, ELECTRICAL CONTRACTOR TO PROVIDE AND INSTALL ALL EQUIPMENT MENTIONED OR 12 | B[15] 1 | 20 RECEPTION REC 540 |16 1 | 20 FURNITURE SYSTEM 900 [B| 12 |}TE Ted{[ 12 [B[15] 1 | 20 FURNITURE SYSTEM 900 (16| 1 | 20 FURNITURE SYSTEM 900 [B| 12 |}TE = w
NOT TO POWER, DATA AND VOICE TO ALL EQUIPMENT AND SYSTEMS INSTALLED. 12 C|17] 1 20 CONFERENCE REC 360 18 1 20 FURNITURE SYSTEM 900 C 12 |- 0 12 Cl|17] 1 20 FURNITURE SYSTEM 900 18 1 20 FURNITURE SYSTEM 900 C 12 H S -
E Al19] 1 | 20 TTB 180 |[20] 1 | 20 FURNITURE SYSTEM 900 |[A| 12 h H 12 [A[19] 1 | 20 FURNITURE SYSTEM 900 [[20] 1 | 20 FURNITURE SYSTEM 900 |A| 12 H n
20. ALL DEVICES TO MATCH BU'LD'"NG STANDARD OR BE DECORA SERIES. ) E B |21 1 | 20 RECEPTACLES 540 ||22] 1 | 20 FURNITURE SYSTEM 900 | B[ 12 |}TE ned{[ 12 [B |21 1 | 20 FURNITURE SYSTEM 900 |[[22] 1 | 20 FURNITURE SYSTEM 900 |B| 12 |}TE .= O
21. TYPI?ARL IZ\IGHT SvTIITCHEST T0 BE A@ 48 A.I;.F. ON TCENTER. FT'L\YPI(F,‘)A'IZ\TRECE:TACLE 10 B$ 13 AAE.F.F. ON E cl23] 1 [ 20 RECEPTACLES 720 |[24] 1 | 20 FURNITURE SYSTEM 900 |c | 12 [ U2 [cl23] 1 | 20 FURNITURE SYSTEM 900 (24| 1 | 20 FURNITURE SYSTEM 900 |c| 12 H U) w- Z
iETAEENTLTLoSE\;NEI g;i%EDOG%EO(I;\I EEEQE;" H CONTINUOUS FACEPLATES. ALL DEVICES THAT ARE E | Al25] 1 | 20 RECEPTACLES 720 1261 1 | 20 | FURNITURE SYSTEM 300 |A| 12 - 412 [A[25] 1 | 20 | FURNITURE SYSTEM 900 |[26] 1 | 20 | FURNITURE SYSTEM 900 [A| 12 0 = <
' E B [27] 1 | 20 RECEPTACLES 360 ||28] 1 | 20 FURNITURE SYSTEM 900 | B | 12 |}TE ned{[ 12 [B|27] 1 | 20 FURNITURE SYSTEM 900 |[[28] 1 | 20 FURNITURE SYSTEM 900 |B| 12 |}TE o -
22. ALL ELECTRICAL ELEMENTS TO BE THOROUGHLY PROTECTED FROM DAMAGE AFTER E cl29] 1 [ 20 RECEPTACLES 720 |[30] 1 | 20 FURNITURE SYSTEM 900 |[c| 12 H U 12 [cl29] 1 | 20 FURNITURE SYSTEM 900 [[30] 1 | 20 FURNITURE SYSTEM 900 |c | 12 FH LL g < U
INSTALLATION AND SHALL HAVE TRIM INSTALLED AFTER ADJOINING FINISH MATERIALS E |al31] 1 [20 RECEPTACLES 900 [[32] 1 | 20 FURNITURE SYSTEM 900 [A| 12 ] 112 [ Aa[31] 1 [ 20 FURNITURE SYSTEM 900 [[32] 1 | 20 FURNITURE SYSTEM 900 [A| 12 R 2 we -
ARE INSTALLED. 12 B [33] 1 | 20 COPY REC 360 |34 1 | 20 FURNITURE SYSTEM 900 | 8| 12 ||TE ned[ 12 [B8[33] 1 | 20 FURNITURE SYSTEM 900 [|34] 1 | 20 FURNITURE SYSTEM 900 [B| 12 |blmE 4 <—[
23. AT THE COMPLETION OF THE PROJECT ALL EQUIPMENT, DEVICES AND FIXTURES TO 12 | cl35] 1 | 20 COPY REC 360 [|36] 1 | 20 FURNITURE SYSTEM 900 [c | 12 H U 12 [c[35] 1 | 20 FURNITURE SYSTEM 900 (36| 1 | 20 FURNITURE SYSTEM 900 [c| 12 H |— g : —
BE CLEANED. 12 Al37] 1 20 COPIER 600 [[38] 1 20 FURNITURE SYSTEM 900 | A 12 | 12 Al37] 1 20 FURNITURE SYSTEM 900 |[[38] 1 20 FURNITURE SYSTEM 900 | A 12 H | | | o W
24. ALL EMERGENCY AND EXIT LIGHTS ARE TO HAVE A MINIMUM 90 MINUTE BATTERY 12 B [39] 1 20 CALL CENTER 540 [|40] 1 20 FURNITURE SYSTEM 900 B 12 ~TIE TIE 12 B [39] 1 20 FURNITURE SYSTEM 900 |[40] 1 20 FURNITURE SYSTEM 900 B 12 ~TIE D— (&) d 0
BACK-UP. 12 | cla] 1 | 20 CALL CENTER 540 [l42] 1 | 20 FURNITURE SYSTEM 900 [c| 12 [ U 12 [cla1] 1| 20 FURNITURE SYSTEM 900 (42| 1 | 20 FURNITURE SYSTEM 900 [c| 12 H L O
25. CONTRACTOR IS TO PROVIDE STEP DOWN TRANSFORMERS FOR ALL FANS WHEN REQUIRED. PANEL LOAD 291089VAV PANEL LOAD 352%%VAV '5 _
26.NO ALUMINUM CONDUCTOR BUSS WILL BE ALLOWED — ALL MUST BE COPPER. o) <
27. ALL DATA, TEL., TV BOXES TO BE 4x4x2 DOUBLE GANG BOXES. STUB ALL CONDUITS n O
WITH LAY IN CEILINGS TO 6" ABOVE CEILING. ALL CONCEALED OR EXPOSED APPLICATIONS TO BE HOME o ~
RUN TO MAIN DISTRIBUTION LOCATION. ~ %
*
26 CONTRAGTOR TO PROVIDE TEMPORARY POWER FOR ALL TRADES PANEL HD 200A MCB _ 3¢4W 277/480V PANEL HC 200A MCB  3¢4W 277/480V =
29.NEW ELECTRICAL PANELS TO HAVE BOLT ON BREAKERS. Wire | @ |No.|Poles| Trip Description Load [|No.[Poles| Trip Description Load | @ | Wire Wire | @ |No.|Poles| Trip Description Load [|No.[Poles| Trip Description Load | @ Wire 0
30. NO ELECTRICAL CIRCUITS OR WIRING FROM ADJACENT SPACES TO BE USED IN THIS 4 A | 01 3 70 45KVA TX 24120 |02 A 4 A |01 3 70 45KVA TX 23860 |02 3 40 RTU 10 24500 | A 6 Ll.l
PROJECT. 4 |Blo3] = | - Z — [[oa B 4 |Blo3| = | = Z — 04| = | = - — B[ 6 -
31. ALL INTERIOR LIGHTING TO HAVE SWITCHES WITH OCCUPANCY SENSORS IN THEM CAPABLE OF STAYING ON 4 clos| - | - - - |los C 4 clos| - | - - - llos| - | - - - c| 6 LJ
NO MORE THAN 30 MINUTES. CIRCUITS WHICH HAVE MOTION SENSORS ON THEM MAY USE STANDARD A |07 08 A 2 Al0o7] 3 [ 110 75KVA TX 60000 o8] 3 | 40 RTU 11 24500 | A| 6
SWITCHES. B |09 10 B 2 B 09| - | - - - 10 - | - - - B 6
32. CONTRACTOR TO REMOVE ALL ABANDONED OR UNUSED WIRING, CONDUIT AND BOXES. c 1 12 C 2 clnl = | = - - 12 - | - - - c| 6
33. PROVIDE 2-2" RIGID CONDUIT FROM BUILDINGS MAIN TELEPHONE ROOM COMMUNICATION Al13 14 A Al13 14 A
CENTER TO SITE DEMARC POINT. COORDINATE CABLE, TV, VOICE AND DATA REQUIREMENTS WITH B [15 16 B B[15 16 B
OWNER TO MEET THEIR REQUIREMENTS. c |17 18 C c |17 18 C
34. VERIFY EXISTING FIRE ALARM HAS SUFFICIENT ROOM FOR EXPANSION AND EQUIPMENT A9 20 A A9 20 A
IS STILL READILY AVAILABLE. CONTRACTOR TO PROVIDE COMPLETE SHOP DWGS INCLUDING B | 21 22 B B | 21 22 B
RISER, CUT SHEETS, BATTERY CALCULATIONS AND ALL OTHER NECESSARY INFORMATION. C |23 24 C c |23 24 C
35. LABEL ALL OUTLETS AND JUNCTION BOXES WITH PANEL AND CIRCUIT NUMBER. PANEL LOAD 24120W PANEL LOAD 132860W
36. ANY ELECTRICAL EQUIPMENT POTENTIALLY NEEDING ADJUSTMENT, SERVICING, OR MAINTENANCE WHILE ENERGIZED 29A 159A E &
MUST BE PLACARED IN ACCORDANCE WITH N.E.C. 110.16. < &<
37. ALL NIGHT LIGHTS AND EMERGENCY LIGHTS TO BE CONNECTED AHEAD OF ANY CONTROL — ® 3
DEVICE. < Q 5 2
38. ALL TRANSFORMERS ARE TO HAVE A MINIMUM K-RATING OF K-13. KVA SIZING OF TRANSFORMER IS SHOWN ON § 2 0
THE ELECTRICAL RISER DRAWING. PANEL LD 125A MCB 304W 120/208\/ PANEL LC 125A MCB d04W 120/208\/ E D 33
39. ALL CIRCUIT BREAKERS SERVING FURNITURE SYSTEMS MUST BE HANDLE TIED AS PER N.E.C. 605.7 Wire @ |No.|Poles| Trip Description Load ||No.|Poles| Trip Description Load | @ Wire Wire @ |No.|Poles| Trip Description Load ||No.|Poles| Trip Description Load | @ Wire : 9 e §
20 12 | alor| 1 |20 FURNITURE SYSTEM 900 [lo2| 1 | 20 FURNITURE SYSTEM 900 [ A ]| 12 12 | Aalot| 1 | 20 JANITOR REC 360 [l02] 1 | 20 OFFICE REC 540 |A| 12 D) - 3
'Ef@Xé'JEER"EgEg'NLEGBQJSERY BACK UP FOR NEW AND EXISTING EMERGENCY/NIGHT LIGHTS 12 | B 03] 1 | 20 FURNITURE SYSTEM 900 [loa| 1 | 20 FURNITURE SYSTEM 200 [ B | 12 12 B 03] 1 | 20 BREAK ROOM 360 [l04] 1 | 20 CONF RM REC 540 | B | 12 (a) 5
1. o AN OF ) TN FOR A NG FIXTURES. AS PER o1 12 |clos| 1 | 20 FURNITURE SYSTEM 900 [los| 1 | 20 FURNITURE SYSTEM 900 [c | 12 12 | clo5| 1 | 20 VENDING 900 [lo6] 1 | 20 OFFICE REC 720 | Cc| 12 )
- PROVIDE MEAN OF DISCONNECTION FOR ALL LIGHTING FIXTURES AS PER NEC 410.130(C) 12_|AJ07] 1 | 20 | FURNITURE SYSTEM | 720 [[08] 1 | 20 | FURNITURE SYSTEM | 900 |A| 12 12_|A]o7] 1 | 20 VENDING 900 |[08] 1 | 20 COMPUTER_ROOM 360 | A 12 2 O 3
12 | B|o9| 1 | 20 FURNITURE SYSTEM 720 [[10] 1 | 20 FURNITURE SYSTEM 900 |[B| 12 12 | B|09| 1 | 20 VENDING 900 |[[10] 1 | 20 COMPUTER ROOM 360 |B| 12 Z = o
12 [C|11] 1 | 20 FURNITURE SYSTEM 720 |12 1 | 20 FURNITURE SYSTEM 900 [C | 12 12 |cl1| 1 | 20 MICROWAVE 800 [[12] 1 | 20 COMPUTER ROOM 360 |[C| 12 - - ﬁ
12 | A[13] 1 | 20 FURNITURE SYSTEM 360 |14 1 | 20 FURNITURE SYSTEM 900 | A 12 12 [A[13] 1 | 20 BREAK ROOM REC 360 [[14] 1 | 20 SPARE - A - < = . Q
12 | B[15] 1 | 20 FURNITURE SYSTEM 360 |16 1 | 20 FURNITURE SYSTEM 900 | B| 12 12 | B[15] 1 | 20 MICROWAVE 800 [[16] 1 | 20 CEILING POWER 360 |B| 12 () 2 3
12 |cli7] 1120 FURNITURE SYSTEM 360 [[18] 1 | 20 FURNITURE SYSTEM 900 [c| 12 12 |cl17] 1 | 20 BREAK ROOM 900 [[18] 1 | 20 CORRIDOR REC 360 | C| 12 E Q) a 2
12 | Aal19] 1 | 20 FURNITURE SYSTEM 900 [l20] 1 | 20 FURNITURE SYSTEM 720 | A 12 12 | Al19] 1 | 20 RESTROOMS 720 |[20] 1 | 20 JANITOR REC 360 |A]| 12 o = <
12 | B|21] 1 | 20 FURNITURE SYSTEM 900 |[|22] 1 | 20 FURNITURE SYSTEM 720 | B| 12 12 | Bl21] 1 | 20 DF 600 [|22] 1 | 20 PHARMACY REC 360 |B| 12 I '_E o
12 | cl23] 1 | 20 FURNITURE SYSTEM 900 (24| 1 | 20 FURNITURE SYSTEM 720 | c| 12 12 | cl23] 1 | 20 HALLWAY REC 360 |24 1 | 20 OPEN HUDDLE 540 | C| 12 O 5
12 | Aal25] 1 | 20 FURNITURE SYSTEM 360 (26| 1 | 20 FURNITURE SYSTEM 720 | A 12 12 | Al25] 1 | 20 OFFICE REC 540 |[26] 1 | 20 | CONFERENCE ROOM REC | 540 | A | 12 O o
12 | B[27] 1 | 20 FURNITURE SYSTEM 360 [|28] 1 | 20 FURNITURE SYSTEM 720 | B| 12 12 | B |27 1 | 20 COPY REC 360 ||28] 1 | 20 | CONFERENCE ROOM REC | 540 |B| 12 ) = 28
12 | cl29] 1 | 20 FURNITURE SYSTEM 360 [|30] 1 | 20 FURNITURE SYSTEM 720 | c| 12 12 | cl29] 1 | 20 COPIER 600 ||30] 1 | 20 IT TECH REC 540 | C| 12 LL] U o8 §
12 | A3 1 | 20 ROOF REC 360 [|32] 1 | 20 SPARE - A - 12 | A[31] 1 | 20 OFFICE REC 720 |[32] 1 | 20 OFFICE REC 900 | A | 12 — oS
- B [33] 1 | 20 SPARE - l3a] 1 | 20 SPARE - B - 12 | B[33] 1 | 20 OFFICE REC 720 |[34] 1 | 20 OFFICE REC 900 [B| 12 (a4 S -3
- cl3] 1 [ 20 SPARE — 38| 1 | 20 SPARE - C - 12 |cl35] 1 | 20 OFFICE REC 900 [|36] 1 | 20 OFFICE REC 900 [c| 12 e 2 6
- A[37] 1 | 20 SPARE — |[38] 1 [ 20 SPARE - A - 12 | A[37] 1 | 20 OFFICE REC 900 [[38] 1 | 20 OFFICE REC 300 | A 12 0 a <
- B39 1 [ 20 SPARE - a0 1 | 20 CALL CENTER 720 |B| 12 12 | B[39] 1 | 20 OFFICE REC 360 [|40] 1 | 20 CEILING POWER 360 |B| 12
12 |cla] 1 |20 CALL CENTER 720 [[42] 1 | 20 CALL CENTER 540 [C| 12 12 |cla] 1 | 20 OFFICE REC 360 [l42] 1 | 20 SPARE - C -
PANEL LOAD 24120W PANEL LOAD 23860W
94A 66A
SERVICE 1 TOTAL LOAD PANEL UPS 200A MCB 304W 120/208\/
PNL HB 119715W Wire | @ |No.|Poles| Trip Description Load ||No.|Poles| Trip Description Load | @ | Wire o
PNL HD 73120W 3 Alol| 2 [100 UPS 1 10000 |[02 A
3 Blo3] - | - — 10000 [[04] 2 | 100 UPS 3 10000 | B 3 =
TOTAL 192835W 3 c los] 2 [100 UPS 2 10000 ||[06] - | — - 10000 | C 3 <2
232A 3 A 07| - - - 10000 || 08 A <z
B [09 10 B £
cln 12 C £z
A 13 14 A -
SERVICE 2 TOTAL LOAD B |15 16 B %3
c 17 18 C 5 &g
PNL HA 120210W INIEE >0 A 3 S5
L
PNL HC 248860W =17 o 5
C 23 24 C 77
TOTAL 369070\i\v
444 =
PANEL LOAD 500001 loucks engineering Inc. Drawn
Eonsuling engineers Date
) € PlILHUW PE. FL REG 49EB32
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