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Architecture o Planning e Interior Design

1800 Eller Drive, Suite 500
Fort Lauderdale, FL 33316

T 954.961.6806
F 954.961.6807

www.synalovski.com
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CONSTRUCTION NOTES

STAND MOUNTED CONDENSER UNIT AT ROOF. TIE DOWN

SHALL BE MIAMI-DADE APPROVED. CU TO BE MINIMIUN 10’
AWAY FROM WALL OR PARAPET SHALL BE USED.

REFRIGERANT LINES THRU WATER PROOF ROOF PENETRATION
TO COMPRESSOR ON ROOF, REFER TO 1ST FL TYPICAL BAY.
PROVIDE PIPE SUPPORTS.

NEW ROOF TOP PACKAGE UNIT (RTU) AT ROOF. TIE DOWN
SHALL BE MIAMI-DADE APPROVED. RTU TO BE MINIMUM 10’
AWAY FROM ROOF EDGE OR 42" PARAPET SHALL BE USED.

CAGE LADDER FOR ROOF ACCESS.

CONDENSATE PIPE ON ROOF TO ROOF DRAIN. STORM WATER
PIPE TO BE INSULATED MINIMUM 10 FT. AFTER ROOF DRAIN.
PROVIDE PIPE SUPPORTS.

BUILT-IN RTU O/A INTAKE TO BE 10FT AWAY FROM ANY
EXHAUST OR VENT AT ROOF. PROVIDE MOTORIZED DAMPER
CLOSED WHEN SPACE IS NOT IN USED.

EXHAUST DUCT FROM BELOW TERMINATING WITH ROOF CAP.
PROVIDE CORROSION RESISTANT SCREEN.

ENERGY CONSERVATION NOTES:

ALL HVAC EQUIPMENT SHALL BE EQUIPPED WITH
PROGRAMMABLE THERMOSTAT TO ALLOW SYSTEM SHUT DOWN
AFTER HOURS OF OPERATION. ALL LIGHTING HAS AFTER
HOURS SHUT DOWN. ALL AC EQUIPMENT PROVIDE WITH
OUTSIDE AIR MOTORIZED DAMPERS TO SHUT DOWN WHEN
SPACE IS NOT IN USED.
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MECHANICAL ROOF PLAN
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Gables International Plaza
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Coral Gables, Florida 33134 > Mechanical > Electrical
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