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MASONRY WALL NOTES:
1. WALL SEGMENTS SHALL BE REINFORCED WITH 9 GA. GALVANIZED (

& INTO POURED, ELEWENTS AND AROUND ENGASED STEEL. FOUNDATION PLAN W

/

2. ADJACENT TO ANY EXTERIOR/INTERIOR WALL OPENING, PLACE (1) 1 /8" =1'—0" | , . .
MATCHING VERTICAL IN CELL GROUTED SOLID, FULL HEIGHT. ODonneIII chcqrqto, M|gnognq
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3000 PSI GROUT MIX. 1. MW—1 MASONRY WALLS SHALL BE 8" CMU w/ #6 @ 16"0.c. U.N.O.
2.  ® DENOTES ADDITIONAL #6 VERTICAL BAR. 321 15TH STREET, SUITE 200 LIC. #0004386
4. AT END, CORNERS, AND INTERSECTION OF WALLS PLACE (1) 3. PROVIDE #6 VERTICAL @ ALL JAMBS, CORNERS AND WALL INTERSECTIONS. PHRILIP J. \RIZZ0 WEST PALM BEACH, FLORIDA 33401 o
MATCHING VERTICAL IN CELL GROUTED SOLID, FULL HEIGHT. 4. TOP OF ALL ISOLATED FOOTINGS SHALL BE A MINIMUM OF 16” BELOW GRADE. Structural Drawing Updated REG. #60998 (961)833- 9994 FAX(361) 835 - 8255 108 # 341.110
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