MECHANICAL FLOOR PLAN

PLAN KEY NOTES

CONTRACTOR TO RELOCATE EXISTING WALL—MOUNTED
EXHAUST FAN (EF—1) TO LOCATION SHOWN. EXISTING
WINDOW TO BE REMOVED TO ACCOMMODATE EXHAUST
FAN. COORDINATE SPECIFICS WITH ARCHITECT AND
GENERAL CONTRACTOR PRIOR TO CONSTRUCTION. REFER
TO ARCHITECTURAL PLANS FOR ADDITIONAL
INFORMATION.

PROGRAMMABLE THERMOSTAT. FIELD COORDINATE EXACT
LOCATION WITH OWNER/ARCHITECT PRIOR TO
INSTALLATION.

©

30"x14" DISCHARGE PLENUM.

®

DUCT SMOKE DETECTOR IN RETURN AIR DUCTWORK PER 2014
FBC-M SEC. 606.2.1.

©

CONDENSING UNIT SHALL BE MOUNTED ON NEW CONCRETE
PAD. REFER TO ATTACHMENT DETAIL ON M-2.1. FIELD
COORDINATE EXACT LOCATION WITH ARCHITECT/OWNER. REFER
TO MANUFACTURERS SPECIFICATIONS FOR REQUIRED SERVICE
CLEARANCES.
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6"¢ OUTSIDE AIR INTAKE WALL—CAP (GREENHECK WC-8 OR
APPROVED EQUAL). PROVIDE PLENUM.

MOTORIZED DAMPER (NORMALLY OPEN) INTERLOCKED TO AHU
OPERATION. TURN OPEN WHEN UNIT START.
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PROVIDE CONDENSATE DRYWELL. FIELD COORDINATE EXACT
LOCATION WITH OWNER/ARCHITECT.

EXISTING DIESEL EXHAUST PIPE TO REMAIN.
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EXISTING INTAKE LOUVER TO REMAIN.
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NOTE

THESE DRAWINGS ARE PREPARED PER ESTABLISHED
INDUSTRY STANDARDS AND REPRESENT THE ENGINEERS
DESIGN CONCEPT. THEY ARE NOT INTENDED TO PROVIDE
EVERY DETAIL OR CONDITION REQUIRED TO CONSTRUCT
THE BUILDING. THE CONTRACTOR THROUGH SUBMITTALS
AND OTHER COORDINATION EFFORTS IS FULLY
RESPONSIBLE FOR PROVIDING A COMPLETE AND
OPERATIONAL BUILDING WHETHER INDICATED ON THE
P L A N S O R N O T
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